#16 THHN (TYP)

WIRE NO.

REMOVE JUMPER

STROBE BL

BK— 14

R+ 13

(TYP)

A

CONTROLS BY A/C MFR
SEE VENDOR DRAWINGS

24V

TO 480—24V CONT XFMR
(BY VENDOR)

WIRE NO. (TYP)

A

CONTROLS BY A/C MFR

REMOVE JUMPER SEE VENDOR DRAWINGS

24V

TO 480—24V CONT XFMR

NOTE 1 NOTE 1 NOTE 1 NOTE 1 NOTE 1 NOTE 1 NOTE 1 NOTE 1
+ + - - + + - - + + - - + + - - + + - - + + - - + + - -
718191011 1al1b| 515167189 |10| 11 1al1b| 515167189 |10|11 1a|1b| 515|678 [9]10|11 1a|llb| 55|16 |1718|9 10|11 1al1b| 515|678 |9|10|11 1a|llb| 515|678 |9|10|11 1al1b| 55|16 |1718|9|10|11
17A2 vl @ % % 17A2 vl o % % 17A2 vl @ % x 17A2
r x 5§ X © @ r x 5§ 5 © @ r x 5§ X © @ x 5
EOL
STROBE BL STROBE BL STROBE BL STROBE BL STROBE BL STROBE BL STROBE BL

BK— BK— BK—
R+ R+ R+

WIRE NO. (TYP)

WIRE NO. (TYP)

TO 480—24V CONT XFMR
(BY VENDOR)
i i

TO 480—24V CONT XFMR
(BY VENDOR)
i i

(BY VENDOR)
i i

CONTROLS BY A/C MFR REMOVE JUMPER CONTROLS BY A/C MFR

REMOVE JUMPER SEE VENDOR DRAWINGS SEE VENDOR DRAWINGS

24V 24V

A

480V

1M2A6A1B1A—-27

25A AD—44—055

Y
A

112A6A1B1A—10
5 | I

|
5 480V | :

S0A AD—35—055

TYP FOR MULTIPLE MOTORS

WITH RED 20mA LED NO. 35-1184
IN HOFFMAN E—-1PB ENCLOSURE WITH

22.5mm INDUSTRIAL INDICATING LIGHT:
CUTLER—HAMMER 24VDC, NO. E22DL24R-X40

STANDARD LEGEND PLATE WITH RED FIELD
ENGRAVED: SMOKE
AIM IN DIRECTION OF ROOF ACCESS STAIR.

DUCT SMOKE DETECTOR:
PYROTRONICS MODEL AD-3RI

NEMA 3R ENCLOSURE:
15" HIGH x 12" WIDE x 6" DEEP
HOFFMAN A—15R126 OR EQUAL

BLUE STROBE LIGHT
ALTERNATE TO LED.
CHECK CURRENT DRAW
BEFORE INSTALLING.
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SUPPLY
DUCT DETECTOR

RETURN
DUCT DETECTOR

1. RELAY CONTACTS IN DUCT DETECTORS SHOWN IN ENERGIZED POSITION.

2. RELAY CONTACT IN A/C CONTROL DIAGRAM SHOWN IN NORMALLY OPEN
SHELF POSITION. CONTACT IS HELD CLOSED WHEN RELAY CR IS ENERGIZED.

3. ALL DUCT DETETORS ARE PYROTRONICA AD—3RI. ALL UNITS ARE ON ZONE 1C59.
A/C UNIT

@ FIELD TO PROVIDE AS BUILT MARK UP IN THE AREA AS SHOWN FOR UPDATING OF

A THIS DWG.
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1. INSTALL 8—PIN RELAY SOCKET (GOULD H50—-SL608, OR EQUAL),
RELAY (POTTER & BRUMFIELD KRPA—11AG—24V, OR EQUAL) &
FUSE HOLDER WITH 1 AMP FUSE IN A/C UNIT CONTROL PANEL.

2. INSTALL ADDITIONAL TERMINALS IF NECESSARY TO TERMINAL BOARD
INSTALLED BY LBL TECHNICIANS.

3. REMOVE JUMPER BETWEEN TERMINALS 16 & 17 OF A/C UNIT LTB TERMINAL BOARD.

4. INSTALL WIRING AS SHOWN ON INTERCONNECTION DIAGRAM WITH #16AWG WIRE MIN.
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TERMINAL AT RELAY
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